Pool air intake is always on Front end.
Controls can be on left or right side.
Pipe connections can be on Left,

Right, Front or Back.

Supply air outlet can be on Base,

Back or Top.

Fresh air intake can be on Top or Front.
Exhaust air outlet can be on Top or
Back™.

* Not with Top supply air outlet.
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B - Supply Air Outlet
C - Fresh Air Intake

D - Exhaust to Outside
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ILLUSTRATED ORIENTATION :

SUPPLY AIR OUTLET : BASE
FRESH AIR INTAKE : TOP
EXHAUST AIR OUTLET : TOP

CONTROL PANEL : LEFT SIDE
PIPE CONNECTIONS : LEFT SIDE

Due to continuous development the right to alter specifications without notice is reserved. E&OE.



